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    NOTES : 1. WATER SERVICING C00RDINATOR & DESIGNER:   WATER SERVICING C00RDINATOR & DESIGNER:   CALIBRE PROFESSIONAL SERVICES PTY LTD     PO BOX 8300 NORWEST BC NSW 2153 Ph: (02) 8808 5000 FOR: REDBANK COMMUNITIES  76 ARTHUR PHILLIP DRIVE  NORTH RICHMOND NSW 2754 2. EXISTING AND PROPOSED SERVICES ARE INDICATIVE EXISTING AND PROPOSED SERVICES ARE INDICATIVE ONLY. CURRENT SERVICES SEARCH & SITE CHECK OF ALL EXISTING & PROPOSED SERVICES WILL BE NECESSARY PRIOR TO THE COMMENCEMENT OF WORK & APPROPRIATE PROCEDURES, PRECAUTIONS AND CARE NEED TO BE TAKEN BY THE CONSTRUCTOR WHEN WORKING IN CLOSE PROXIMITY TO ALL SERVICES DURING CONSTRUCTION AND ANY DAMAGE TO EXISTING SERVICES IS TO BE RECTIFIED AT THE CONSTRUCTORS EXPENSE. 3. ALL PROPERTY (MAIN TO METER) SERVICES TO BE ALL PROPERTY (MAIN TO METER) SERVICES TO BE CONSTRUCTED TO SYDNEY WATER'S INSTALLATION REQUIREMENTS BY A LICENSED PLUMBER. THE WORKS ARE TO BE INSTALLED IN ACCORDANCE WITH THE CURRENT SYDNEY WATER PROPERTY (MAIN TO METER) SERVICE INSTALLATIONS TECHNICAL REQUIREMENTS, NSW CODE OF PRACTICE FOR PLUMBING AND DRAINAGE AND AS/NZS3500. 
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