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           DESIGN COMPLIANCE AND INDEMNITY
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NOTES

1. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH ENDEAVOUR ENERGY'S  
MDI 0028, MCI 0006.

2. EASEMENTS FOR SUBSTATION SITES ('B') 6.0m & VAR. x 2.75m (THIS IS MINIMUM 
SIZE ONLY) IS REQUIRED TO BE CREATED BY THE DEVELOPER OVER LOT 60.
IN ADDITION TO THE EASEMENT A RESTRICTION ON THE USE OF LAND ('A') IS 
REQUIRED IN RELATION TO THE FIRE RATING OF BUILDINGS MEASURED 3M 
FROM THE PLINTH OVER LOTS 60 & 43.  
ALSO A RESTRICTION ON THE USE OF LAND ('D') IS REQUIRED IN RELATION TO 
SWIMMING POOLS MEASURED 5M FROM THE EASEMENT OVER LOT 43.

3. REFER TELSTRA/NBN DESIGN LAYOUT FOR DUCTING AND EXCAVATION 
REQUIREMENTS.

4. ATTENTION - PERMANENT SURVEY MARKS MAY EXIST IN THIS AREA. THESE ARE 
TO BE LOCATED BY A SURVEYOR PRIOR TO THE COMMENCEMENT OF WORK.

5. WARNING - LIVE ENDEAVOUR ENERGY CABLES AND OTHER SERVICES IN THIS 
AREA.
PLEASE CONTACT - 'DIAL BEFORE YOU DIG' ON TEL:-1100 FOR SEARCHES A 
MINIMUM TWO DAYS PRIOR TO EXCAVATION. 

6. ALL THE REQUIREMENTS OF THE ENVIRONMENTAL PROTECTION AUTHORITY 
POLLUTION CONTROL LEGISLATION IS TO BE STRICTLY ADHERED TO.

ALL SL. COLUMNS ARE TO BE INSTALLED 

350mm FROM THE FRONT PROPERTY 
BOUNDARIES UNLESS SHOWN OTHERWISE.
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J K Williams Contracting Pty Ltd
44 Jack Williams Drive, Penrith NSW 2751

Ph (02) 4725 3400   Fax (02) 4725 3499        
ABN: 45 056 566 771
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1 8 A D u c t  E n d 2 . 1 6 0 . 9 3    T r e n c h 2 8 5 7 6 7 . 3 0 6 2 8 2 3 4 2 . 8 7 4 6 . 1 8

1 9 A D u c t  E n d 0 . 6 0 1 . 0 3    T r e n c h 2 8 5 4 8 6 . 9 2 6 2 8 1 9 4 1 . 1 4 8 4 . 7 9

2 0 A D u c t  E n d 1 . 2 1 1 . 0 7    T r e n c h 2 8 5 4 9 5 . 3 9 6 2 8 1 9 3 4 . 5 3 8 4 . 7 6

2 1 A D u c t  E n d 1 . 0 2 1 . 0 5    T r e n c h 2 8 5 5 4 0 . 5 3 6 2 8 2 1 0 3 . 9 8 5 9 . 8 1

2 2 A D u c t  E n d 1 . 3 3 1 . 1 4    T r e n c h 2 8 5 5 5 6 . 3 2 6 2 8 2 1 0 1 . 5 3 6 0 . 2 1

2 3 A D u c t  E n d 0 . 2 6 1 . 1 4    T r e n c h 2 8 5 4 7 3 . 4 2 6 2 8 2 1 7 2 . 9 8 5 8 . 8 1

2 4 A D u c t  E n d 4 . 4 3 0 . 9 1    T r e n c h 2 8 5 4 7 6 . 8 3 6 2 8 2 1 5 8 . 0 6 5 9 . 1 0

2 5 A D u c t  E n d 1 . 1 4 0 . 9 3    T r e n c h 2 8 5 3 3 7 . 3 9 6 2 8 2 2 0 8 . 5 7 7 7 . 1 0

2 6 A D u c t  E n d 3 . 6 9 0 . 9 1    T r e n c h 2 8 5 3 5 2 . 3 2 6 2 8 2 2 1 0 . 9 2 7 7 . 0 3

2 7 A D u c t  E n d 1 . 2 5 1 . 0 6    T r e n c h 2 8 5 3 3 2 . 2 4 6 2 8 2 2 6 7 . 5 7 7 7 . 9 3

2 8 A D u c t  E n d 1 . 7 2 0 . 9 2    T r e n c h 2 8 5 3 4 9 . 0 8 6 2 8 2 2 6 5 . 0 3 7 8 . 0 9

2 9 A D u c t  E n d 1 . 3 0 0 . 9 9    T r e n c h 2 8 5 4 9 7 . 3 8 6 2 8 2 3 3 7 . 0 4 5 8 . 8 5

3 0 A D u c t  E n d 1 . 0 8 0 . 9 2    T r e n c h 2 8 5 5 1 4 . 0 1 6 2 8 2 3 5 7 . 0 0 5 6 . 7 1

3 1 A D u c t  E n d 1 . 0 4 0 . 9 6    T r e n c h 2 8 5 5 5 5 . 4 1 6 2 8 2 0 2 2 . 6 4 7 0 . 1 2

3 2 A D u c t  E n d 0 . 8 2 1 . 0 6    T r e n c h 2 8 5 5 4 3 . 9 8 6 2 8 1 9 9 9 . 2 2 7 2 . 8 5

3 3 A U n d e r b o r e  E n d 0 . 6 0 1 . 6 3    U B  R C 2 8 5 4 9 0 . 8 6 2 8 1 9 2 8 . 5 2 8 4 . 7 5

3 4 A U n d e r b o r e  E n d 7 . 2 2 1 . 3 4    U B  R C 2 8 5 4 7 4 . 3 1 6 2 8 1 9 0 3 . 4 2 8 3 . 9 0

J K Williams Contracting Pty Ltd
44 Jack Williams Drive, Penrith NSW 2751

Ph (02) 4725 3400   Fax (02) 4725 3499        
ABN: 45 056 566 771
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